
-Feb 1-15 Forebay drawn down for planned maintenance outages

-Mar 11-24 Forebay drawn down for ROW vegetation clearing
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Island Falls Generating Station [TCR]

IS GS Forebay Elevation Compliance MAX Compliance MIN H2O Normal UOC H2O Normal LOC
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Island Falls Generating Station [CGD]

IS GS Forebay Elevation Compliance MAX Compliance MIN H2O Normal UOC H2O Normal LOC
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